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Code Section #  C406.2    

Brief Description: Revise C406 district energy credit values to better reflect the actual energy savings potential of 

compliant thermal energy network systems.  

 

Proposed code change text: (Copy the existing text from the Integrated Draft, linked above, and then use underline for 

new text and strikeout for text to be deleted.) 

TABLE C406.2(1) 
EFFICIENCY MEASURE CREDITS 

Measure Title 
Applicable 

Section 

Prorating 

Flag 

Occupancy Group 

Group 

R-1 

Group 

R-2 

Group 

B 

Group 

E 
Group M 

All 

Other 

5. Improved low-carbon 

district energy 

system, space 

heating (10% better) 

C406.2.2.4 Cooling 

3 3 4 11 17 8 

2 2 4 5 4 2 

  Heat 2 2 2 8 13 6 

  SHW 59 45 1 11 4 24 

6. Improved low-carbon 

district energy 

system, space 

heating (20% better)b 

C406.2.2.5 Cooling 

9 10 12 33 52 24 

2 2 4 5 4 2 

  Heat 2 3 3 9 14 6 

  SHW 65 49 1 12 5 26 

 

TABLE C406.2(2) 
EFFICIENCY MEASURE CREDITS FOR USE WITH 

FOSSIL FUEL COMPLIANCE PATH 

Measure Title 
Applicable 

Section 

Prorating 

Flag 

Occupancy Group 

Group 

R-1 

Group 

R-2 

Group 

B 

Group 

E 

Group  

M 

All 

Other 

C406.2.2.4 Cooling 3 3 4 12 19 9 



Measure Title 
Applicable 

Section 

Prorating 

Flag 

Occupancy Group 

Group 

R-1 

Group 

R-2 

Group 

B 

Group 

E 

Group  

M 

All 

Other 

5. Improved low-

carbon district 

energy system (10% 

better) 

13 9 15 9 11 11 

 
 Heat 2 2 2 9 15 7 

 
 SHW 111 134 14 27 78 78 

6. Improved low-

carbon district 

energy system (20% 

better)b 

C406.2.2.5 Cooling 

10 11 13 36 57 26 

14 10 17 10 12 12 

  Heat 111 134 14 27 78 78 

  SHW 122 147 15 30 86 86 

 

 

C406.2.2.4 Improved low-carbon district energy systems (10 percent better). Not less than 
90 percent of the annual service hot water and space heating load, or not less than 90 percent of 
the annual service hot water, space heating, and space cooling load shall meet the criteria of 
Section C406.2.2.4.1 or C406.2.2.4.2. Credits are available based on which loads are connected 
to the compliant district energy system. 

Documentation for the low-carbon district system that is operational prior to the final inspection 
shall be provided to demonstrate that the definition as modified in Section C406.2.2.4.1 or 
C406.2.2.4.2 of low-carbon district energy exchange system is satisfied. 

C406.2.2.4.1 Improved low-carbon district energy exchange systems (10 percent better). 
Low-carbon district energy exchange systems must demonstrate the following: 

1. Forty-five percent of the annual district-system-net-load-met (sum of heating and cooling 
energy provided to attached buildings) comes from heat recovery between connected 
buildings, waste heat, or renewable energy resources; and 

2. No more than 25 percent of the annual heat input to the system comes from fossil fuel or 
electric-resistance sources. 

C406.2.2.4.2 Improved low-carbon district energy heating and cooling or heating only 
systems (10 percent better). Distribution losses must be accounted for and may not exceed 5 
percent of the annual load delivered to buildings served by the system. Low-carbon district 
energy heating and cooling or heating only systems must demonstrate the following: 

1. Forty-five percent of the annual district-system-net-load-met (sum of heating and cooling 
energy provided to attached buildings) comes from heat recovery between connected 
buildings, waste heat, or renewable energy resources and no more than 25 percent of the 
annual heat input to the system comes from fossil fuel or electric-resistance sources; or 

2. No more than 10 percent of the system annual heat input to the system comes from fossil 
fuels or electric-resistance sources. The remaining annual heat input must be provided 
using heat pump technology with a minimum annual operating COP of 3.0. 

 



C406.2.2.5 Improved low-carbon district energy systems (20 percent better). Not less than 
90 percent of the annual service hot water and space heating load, or not less than 90 percent of 
the annual service hot water, space heating, and space cooling load shall meet the criteria of 
Section C406.2.2.5.1 or C406.2.2.5.2. Credits are available based on which loads are connected 
to the compliant district energy system. 

Documentation for the low-carbon district system that is operational prior to the final inspection 
shall be provided to demonstrate that the definition as modified in Section C406.2.2.4.1 or 
C406.2.2.4.2 of low-carbon district energy exchange system is satisfied. 

C406.2.2.5.1 Improved low-carbon district energy exchange systems (20 percent better). 
Low-carbon district energy exchange systems must demonstrate the following: 

1. Fifty percent of the annual district-system-net-load-met (sum of heating and cooling energy 
provided to attached buildings) comes from heat recovery between connected buildings, 
waste heat, or renewable energy resources; and 

2. No more than 10 percent of the annual heat input to the system comes from fossil fuel or 
electric-resistance sources. 

C406.2.2.5.2 Improved low-carbon district energy heating and cooling or heating only 
systems (20 percent better). Distribution losses must be accounted for and may not exceed 5 
percent of the annual load delivered to buildings served by the system. Low-carbon district 
energy heating and cooling or heating only systems must demonstrate the following: 

1. Fifty percent of the annual district-system-net-load-met (sum of heating and cooling energy 
provided to attached buildings) comes from heat recovery between connected buildings, 
waste heat, or renewable energy resources and no more than 10 percent of the annual 
heat input to the system comes from fossil fuel or electric-resistance sources; or 

2. No more than 10 percent of the system annual heat input to the system comes from fossil 
fuels or electric-resistance sources. The remaining annual heat input must be provided 
using heat pump technology with a minimum annual operating COP of 4.0. 

 

Purpose of code change:  

This code change proposal does not modify any of the credit requirements, but is intended to increase the point 

allocations associated with the thermal energy network systems to reflect the actual potential energy savings. The point 

values are based on the point values allocated to C406.2.2.2, Improved cooling and fan efficiency, C406.2.2.3, Improved 

heating efficiency, and C406.2.6.3, Heat pump water heating. Thermal energy networks should meet the intent and 

requirements of these credits since they provide space heating and cooling, and service water heating.  

 

Your amendment must meet one of the following criteria. Select at least one: 

 Addresses a critical life/safety need. 

 The amendment clarifies the intent or application of 
the code. 

 Addresses a specific state policy or statute. 
      (Note that energy conservation is a state policy) 

 Consistency with state or federal regulations. 

 Addresses a unique character of the state. 

 Corrects errors and omissions.

Check the building types that would be impacted by your code change: 

 Single family/duplex/townhome 

 Multi-family 1 – 3 stories 

 Multi-family 4 + stories 

 Commercial / Retail 

 Institutional  

 Industrial 
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Email address Clarence.Clipper@corix.com, 

Jeff.Giffin@corix.com 
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Instructions: Send this form as an email attachment, along with any other documentation available, to: 
sbcc@des.wa.gov. For further information, call the State Building Code Council at 360-407-9255.   

All questions must be answered to be considered complete. Incomplete proposals will not be accepted. 
 

Economic Impact Data Sheet 

Is there an economic impact:     Yes      No 

 
Briefly summarize your proposal’s primary economic impacts and benefits to building owners, tenants, and businesses. If 

you answered “No” above, explain your reasoning. 

The proposal does not change any of the code requirements. There may be some cost savings to projects if they are able 

to achieve more of their required C406 efficiency points by connecting to the thermal energy network and may have 

more flexibility on other aspects of the design.  

 

The C406 point values should be updated to be more reflective of the energy savings potential of compliant thermal 

energy network systems, which have explicit efficiency requirements. Can this be included in any updated building 

prototype modeling being completed for the overall code cycle?  

The proposed values shown here are based on the points available for:  

• C406.2.2.2 Improve cooling and fan efficiency 

• C406.2.2.3 Improve heating efficiency 

• C406. 2.6.3 Heat pump water heating 

A system complying with the thermal energy network definitions should meet these efficiency upgrades. For the heat 

pump water heating credit, the points for that credit have been reduced by 25% to account for the definitions allowing 

up to 25% of load being met with fossil fuel or electric resistance, and then increased to include the 10 or 20% overall 

improvements. An excel spreadsheet showing these calculations has been included with this proposal.  

 

Provide your best estimate of the construction cost (or cost savings) of your code change proposal? (See OFM Life Cycle 

Cost Analysis tool and Instructions; use these Inputs. Webinars on the tool can be found Here and Here) 

$Click here to enter text./square foot   (For residential projects, also provide $Click here to enter text./ dwelling unit) 

Show calculations here, and list sources for costs/savings, or attach backup data pages 

 

 

Provide your best estimate of the annual energy savings (or additional energy use) for your code change proposal? 

Click here to enter text.KWH/ square foot (or) Click here to enter text.KBTU/ square foot   

(For residential projects, also provide Click here to enter text.KWH/KBTU / dwelling unit) 

Show calculations here, and list sources for energy savings estimates, or attach backup data pages 

 

 

List any code enforcement time for additional plan review or inspections that your proposal will require, in hours per 

permit application: 

 

 

mailto:sbcc@des.wa.gov
https://ofm.wa.gov/sites/default/files/public/budget/forms/LifeCycleCostTool.xlsb
https://sbcc.wa.gov/sites/default/files/2021-04/lifecyclecosttoolinstructions.pdf
https://sbcc.wa.gov/sites/default/files/2021-04/Methodology%20_Cost%20_Benefits%20_NRGCodeChanges_1_22_19.pdf
https://vimeo.com/album/3598715
https://vimeo.com/album/3462314


Instructions: Send this form as an email attachment, along with any other documentation available, to: 
sbcc@des.wa.gov. For further information, call the State Building Code Council at 360-407-9255.   

All questions must be answered to be considered complete. Incomplete proposals will not be accepted. 
 

Small Business Impact. Describe economic impacts to small businesses: 

 
 

Housing Affordability. Describe economic impacts on housing affordability: 

 
 

Other. Describe other qualitative cost and benefits to owners, to occupants, to the public, to the environment, and to 
other stakeholders that have not yet been discussed: 

 

 

mailto:sbcc@des.wa.gov

