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)Femmz paps || 01 dAvence South FOOD TRUCK INSPECTION REPOFT
Seattle, WA 98104 Fire Code and Fire Safety Inspection
SFD_FMO_SpecialEvents @seattle.gov Information for Responsible Party

Reg'l Food Truck Inspection Result

Inspection Numb Inspection Status Inspected by Completed at
SFD-2026-0002580 Completed Deborah Williams 03/18/2026 17:15:00
Suite City State Zip
#YUMMY BOX SEATTLE WA 98026
FOOD TRUCK
Billing Address Business Name Building Type
23916 HWY 99, EDMONDS, WA, YUMMY BOX FOOD TRUCK -  Food Truck
98026 (WA# CO7629E)

ITEM: 4a. Inspection & Hydro Testing for Tanks. Visual inspection is the responsibility of the filling
vendor. Receipts of filling by approved vendor are evidence of inspection. Tanks mounted permanently
to/under vehicles are not subject to hydrostatic testing requirements (ASME).

ITEM: Date of last visual inspection for tanks:
RESULT: 03/2026

ITEM: Date of last hydro/requalification from label on tanks (see also DOT!
https:/www.phmsa.dot.gov/sites/phmsa.dot.gov/files/docs/Propane_Cylinder_Safety Flyer_0.pdf):

RESULT: 09/2020

ITEM: 4b. Fuel Gas Systems Piping Inspection. LP-gas tanks and fuel-gas piping systems require
annual inspection by an approved inspection agency including RVIA, RVDA, NVRTA, LPG service
technicians, gas fitters, certified fuel gas installers, or a company registered w/USDOT. Check for affixed
inspection label.

ITEM: Most recent inspection date:
RESULT: 03/2026

Most of the LPG piping is under the vehicle. Inspector is unequipped for inspection under vehicle. No tag
or annual certification marking was visible inside or outside. Customer stated that they are unaware of
the requirement. Provided education to customer. However, customer needs guidance as to where to
get such inspection in the city of Seattle. Customer was told an approved inspection agency including
HViA RVDA, NVRTA, LPG service technicians, gas fitters, certified fuel gas installers, or a company

red w/USDOT would be able to assist.

Per Assistant Fire Marshal Stephenson, due to the lack of information on available service providers
who can conduct this type of inspection, this section can be approved until there is more clarity and
equitable access to service providers.

ITEM: 5. LP tanks securely ited, and piping protected

Upon completion of an inspection conducted by the Seattle Fire Department, no violations of the S
Fire Code were observed or aIl prevnously noled vtolatlons have been resolved. For more informal
. If you have
questions, please comact the Seattle Fire Preventson DIVISIDI'\ s SpBCIal Events Team at
SFD_FMO_SpecialEvents@seattle.gov.

Inspection Signatures

Occupancy Contact Signature Inspector Signature

Unable to sign: @% : WA-”‘M“L

No iPad onsite

JACK HSUE Deborah Williams
Billing Contact -
425-241-4699 -
yummyboxfoodtruck@yahoo.com deborah.williams @seattle.gov



